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METHOD A - CHANNEL FRAME MOUNTING METHOD B - FLANGE MOUNTING

SEALANT
( BY OTHERS )

SEALANT
( BY OTHERS )

 FLANGE HEIGHT

FLANGE WELDED
TO LOUVER

METHOD C - ANGLE MOUNTING

 

NOTES:
 1. MOUNTING HARDWARE TO STRUCTURE BY OTHERS 
 2. CUSTOMER APPROVED SUBMITTAL DRAWINGS ARE REQUIRED 
     FOR C & D MOUNTING METHODS

MASONARY STRAP
2" x 10" ( 51 x 254 )

( INSTALLED BY OTHERS )

16.00
406

METHOD D - MASONARY STRAP

MOUNTING

FLANGES OPTIONAL
WITH ANGLE MOUNTING 

METHOD

MOUNTING ANGLE
( INSTALLED BY OTHERS )

STANDARD : 1.50 ( 38 )
( OTHER SIZES AVAILABLE )



SHEET

OF
DRAWING
NUMBER 2 2

MOUNTING METHODS

TITLE

© COPYRIGHT PRICE INDUSTRIES 2022

MOUNTING METHODS

274240

REV 0

SPECIAL MOUNTING - CURTAIN WALL MOUNTING

SPECIAL MOUNTING - CUSTOM FLANGE

( TYPICAL ALL SIDES )

EXTRUDED ALUMINUM
CURTAIN WALL CAP
WELDED TO LOUVER

CURTAIN WALL 
MOUNTING CHANNEL

FASTENED TO LOUVER
WITH #10 TEK HARDWARE
( INSTALLED BY OTHERS )

.25 TYP
THERMAL GAP

AROUND LOUVER

A        
MOUNTING

CHANNEL DEPTH

B        
MOUNTING

CHANNEL HEIGHT

CURTAIN WALL SYSTEM
( BY OTHERS )

BULB GASKETS FOR
SECURING LOUVER
IN CHANNEL
( BY OTHERS )

SEALING WITH
PREFERRED METHODS

( BY OTHERS )

EXAMPLE SHOWN: 
INSULATED WALL PANEL INTEGRATION

FLANGES FASTENED
WITH #10 TEK HARDWARE
( INSTALLED BY OTHERS )

.25 TYP
THERMAL GAP

INSULATED WALL PANEL 
( BY OTHERS )

NOTES:
 1. CUSTOMER APPROVED SUBMITTAL DRAWINGS ARE REQUIRED FOR 
     SPECIAL MOUNTING METHODS 
 2. FOR OTHER SPECIAL MOUNTING METHODS PLEASE CONTACT
     LOUVERSDESIGN_WPG@PRICEINDUSTRIES.COM


