
Revision: v100 – Issue Date: 04/05/18
© 2018 Price Industries Limited. All rights reserved.

MANUAL – INSTALLATION

Displacement Flow Ceiling Diffuser
DFC Series
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1) Fit DFC through an opening in T-Bar ceiling grid at a 
desired location (see Figure 1).

2) Rest DFC flush on T-Bar ceiling grid.

3) Screw safety cables onto corners of DFC unit and attach 
to structure (see Figure 2).

4) Attach supply duct into place (see Figure 2).
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DISPLACEMENT FLOW CEILING DIFFUSER
Product overview
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